BARNHARDT MANUFACTURING CO.

247 Main Road, Colrain, MA 01340

WWTP ALARM TEST
Alarm Method | Date Time Operator | Pass | Fail
WWTF Basement High Level Alarm A 5-8-20 7:00 KG X
Dewatering Building High Level Alarm 5-8-20 8:15 KG X
Screen Building High Level Alarm A 5-8-20 7:30 KG X
Screen Trough High Level Alarm A 5-8-20 7:45 KG X
Effluent PH Hi & HI HI Alarm D 5-8-20 9:00 KG X
Effluent PH Low & Low Low Alarm D 5-8-20 9:15 KG X
Effluent Flow Hi & HI HI Alarm C 5-8-20 9:20 KG X
North Lagoon DO Hi & Hi HI Alarm A n/a n/a
North Lagoon DO Low & Low Low Alarm A n/a n/a
South Lagoon DO Hi & HI HI Alarm A n/a n/a offline
South Lagoon DO Low & Low Low Alarm A n/a n/a offline
Return Sludge Pump #1 Flow HI & HI HI C 5-12-20 | 10:00 KG X
Alarm
Return Sludge Pump #1 Flow Low & Low B 5-12-20 | 10:10 KG X
Low Alarm
Return Sludge Pump #2 Flow Hl & HI Hi C 5-12-20 | 10:15 KG X
Alarm
Return Sludge Pump #2 Flow Low & Low B 5-12-20 | 8:20 KG X
Low Alarm
Wet Well Hi & HI HI Alarm A n/a n/a Pump
cycles
below
alarm
hi
Wet Well Low & Low Low Alarm A n/a n/a Pump
cycles
above
low
Lagoon PH Hi & HI HI Alarm D 5-12-20 | 9:40 KG X




